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unstable geologic characteristics 
should be avoided. 

(f) Except as provided in paragraphs 
(a)(2) and (b) of this section, the DE for 
use in the design of structures, sys-
tems, and components must be deter-
mined as follows: 

(1) Geological, seismological, and engi-
neering characteristics. The geological, 
seismological, and engineering charac-
teristics of a site and its environs must 
be investigated in sufficient scope and 
detail to permit an adequate evalua-
tion of the proposed site, to provide 
sufficient information to support eval-
uations performed to arrive at esti-
mates of the DE, and to permit ade-
quate engineering solutions to actual 
or potential geologic and seismic ef-
fects at the proposed site. The size of 
the region to be investigated and the 
type of data pertinent to the investiga-
tions must be determined based on the 
nature of the region surrounding the 
proposed site. Data on the vibratory 
ground motion, tectonic surface defor-
mation, nontectonic deformation, 
earthquake recurrence rates, fault ge-
ometry and slip rates, site foundation 
material, and seismically induced 
floods and water waves must be ob-
tained by reviewing pertinent lit-
erature and carrying out field inves-
tigations. However, each applicant 
shall investigate all geologic and seis-
mic factors (for example, volcanic ac-
tivity) that may affect the design and 
operation of the proposed ISFSI or 
MRS facility irrespective of whether 
these factors are explicitly included in 
this section. 

(2) Geologic and seismic siting factors. 
The geologic and seismic siting factors 
considered for design must include a 
determination of the DE for the site, 
the potential for surface tectonic and 
nontectonic deformations, the design 
bases for seismically induced floods 
and water waves, and other design con-
ditions as stated in paragraph (f)(2)(iv) 
of this section. 

(i) Determination of the Design 
Earthquake Ground Motion (DE). The 
DE for the site is characterized by both 
horizontal and vertical free-field 
ground motion response spectra at the 
free ground surface. In view of the lim-
ited data available on vibratory ground 
motions for strong earthquakes, it usu-

ally will be appropriate that the design 
response spectra be smoothed spectra. 
The DE for the site is determined con-
sidering the results of the investiga-
tions required by paragraph (f)(1) of 
this section. Uncertainties are inherent 
in these estimates and must be ad-
dressed through an appropriate anal-
ysis, such as a probabilistic seismic 
hazard analysis (PSHA) or suitable sen-
sitivity analyses. 

(ii) Determination of the potential 
for surface tectonic and nontectonic 
deformations. Sufficient geological, 
seismological, and geophysical data 
must be provided to clearly establish if 
there is a potential for surface defor-
mation. 

(iii) Determination of design bases 
for seismically induced floods and 
water waves. The size of seismically in-
duced floods and water waves that 
could affect a site from either locally 
or distantly generated seismic activity 
must be determined. 

(iv) Determination of siting factors 
for other design conditions. Siting fac-
tors for other design conditions that 
must be evaluated include soil and 
rock stability, liquefaction potential, 
and natural and artificial slope sta-
bility. Each applicant shall evaluate 
all siting factors and potential causes 
of failure, such as, the physical prop-
erties of the materials underlying the 
site, ground disruption, and the effects 
of vibratory ground motion that may 
affect the design and operation of the 
proposed ISFSI or MRS. 

(3) Regardless of the results of the in-
vestigations anywhere in the conti-
nental U.S., the DE must have a value 
for the horizontal ground motion of no 
less than 0.10 g with the appropriate re-
sponse spectrum. 

[68 FR 54159, Sept. 16, 2003] 

§ 72.104 Criteria for radioactive mate-
rials in effluents and direct radi-
ation from an ISFSI or MRS. 

(a) During normal operations and an-
ticipated occurrences, the annual dose 
equivalent to any real individual who 
is located beyond the controlled area 
must not exceed 0.25 mSv (25 mrem) to 
the whole body, 0.75 mSv (75 mrem) to 
the thyroid and 0.25 mSv (25 mrem) to 
any other critical organ as a result of 
exposure to: 
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(1) Planned discharges of radioactive 
materials, radon and its decay products 
excepted, to the general environment, 

(2) Direct radiation from ISFSI or 
MRS operations, and 

(3) Any other radiation from uranium 
fuel cycle operations within the region. 

(b) Operational restrictions must be 
established to meet as low as is reason-
ably achievable objectives for radio-
active materials in effluents and direct 
radiation levels associated with ISFSI 
or MRS operations. 

(c) Operational limits must be estab-
lished for radioactive materials in 
effluents and direct radiation levels as-
sociated with ISFSI or MRS operations 
to meet the limits given in paragraph 
(a) of this section. 

[53 FR 31658, Aug. 19, 1988, as amended at 63 
FR 54562, Oct. 13, 1998] 

§ 72.106 Controlled area of an ISFSI or 
MRS. 

(a) For each ISFSI or MRS site, a 
controlled area must be established. 

(b) Any individual located on or be-
yond the nearest boundary of the con-
trolled area may not receive from any 
design basis accident the more limiting 
of a total effective dose equivalent of 
0.05 Sv (5 rem), or the sum of the deep- 
dose equivalent and the committed 
dose equivalent to any individual organ 
or tissue (other than the lens of the 
eye) of 0.5 Sv (50 rem). The lens dose 
equivalent may not exceed 0.15 Sv (15 
rem) and the shallow dose equivalent 
to skin or any extremity may not ex-
ceed 0.5 Sv (50 rem). The minimum dis-
tance from the spent fuel, high-level 
radioactive waste, or reactor-related 
GTCC waste handling and storage fa-
cilities to the nearest boundary of the 
controlled area must be at least 100 
meters. 

(c) The controlled area may be tra-
versed by a highway, railroad or water-
way, so long as appropriate and effec-
tive arrangements are made to control 
traffic and to protect public health and 
safety. 

[53 FR 31658, Aug. 19, 1988, as amended at 63 
FR 54562, Oct. 13, 1998; 66 FR 51842, Oct. 11, 
2001] 

§ 72.108 Spent fuel, high-level radio-
active waste, or reactor-related 
greater than Class C waste trans-
portation. 

The proposed ISFSI or MRS must be 
evaluated with respect to the potential 
impact on the environment of the 
transportation of spent fuel, high-level 
radioactive waste, or reactor-related 
GTCC waste within the region. 

[66 FR 51842, Oct. 11, 2001] 

Subpart F—General Design 
Criteria 

§ 72.120 General considerations. 

(a) As required by § 72.24, an applica-
tion to store spent fuel or reactor-re-
lated GTCC waste in an ISFSI or to 
store spent fuel, high-level radioactive 
waste, or reactor-related GTCC waste 
in an MRS must include the design cri-
teria for the proposed storage installa-
tion. These design criteria establish 
the design, fabrication, construction, 
testing, maintenance and performance 
requirements for structures, systems, 
and components important to safety as 
defined in § 72.3. The general design cri-
teria identified in this subpart estab-
lish minimum requirements for the de-
sign criteria for an ISFSI or an MRS. 
Any omissions in these general design 
criteria do not relieve the applicant 
from the requirement of providing the 
necessary safety features in the design 
of the ISFSI or MRS. 

(b) The ISFSI must be designed to 
store spent fuel and/or solid reactor-re-
lated GTCC waste. 

(1) Reactor-related GTCC waste may 
not be stored in a cask that also con-
tains spent fuel. This restriction does 
not include radioactive materials that 
are associated with fuel assemblies 
(e.g., control rod blades or assemblies, 
thimble plugs, burnable poison rod as-
semblies, or fuel channels); 

(2) Liquid reactor-related GTCC 
wastes may not be received or stored in 
an ISFSI; and 

(3) If the ISFSI is a water-pool type 
facility, the reactor-related GTCC 
waste must be in a durable solid form 
with demonstrable leach resistance. 
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